NEW MANGALORE PORT AUTHORITY
MARINE DEPARTMENT

No. NMPA/PFS/FE/2025/007

To,

Sir,

PORT FIRE SERVICE

sk ok e ke e ok

Sub: Re-filling of Fire Extinguishers — Quotation requested - Reg.

Date: 10-10-2025

Please be good enough to send lowest quotation for the refilling of fire
extinguishers strictly as per the specifications enclosed.

Specification & Scope of work
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ilé) ExtiT:gfi:!:ers Capacity| Qty Scope of work ;i::;
01 |D.CP Fire | 9kg 20 | A) Hydraulic pressure test of 9 kg DCP
Extinguisher - container with valve assembly
(Stored pressure B) Spray painting of 9 kg DCP container.
Type) C) New operational sticker for 9 kg DCP
extinguisher.
D) Replacement of new valve assembly,
discharge tube if required.
E) Refilling of 9 kg DCP extinguisher with Mono
IS 15683 Ammonium Phosphate powder.
02 | D.C.P Fire 4 Kg 35 | A) Hydraulic pressure test of 4 kg DCP
Extinguisher container with valve assembly
(Stored pressure B) Spray painting of 4 kg DCP container.
Type) C) New operational sticker for 4 kg DCP
extinguisher,
D) Replacement of new valve assembly,
discharge tube if required.
E) Refilling of 4 kg DCP extinguisher with Mono
_ IS 15683 Ammonium Phosphate powder. B
03 | CO» 4.5kg | 40 |A) Hydraulic pressure test of CO, extinguishers
Extinguishers with valve assembly.
B) Spray painting of the extinguishers.
C) Refilling of CO; extinguishers.
D) New Operational sticker for 4.5 kg CO:
IS 2878 cylinder.
E) Replacement with new valve assembly new
discharge tube and discharge horn if
| reauired. -

Total
amount |
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CO, 6.5kg ‘ 54 |A) Hydraulic pressure test with val\;‘
Extinguishers assembly.
B) Spray painting of the extinguishers.
C) Refilling of COz extinguishers.
- D) New Operational sticker for 6.5 kg CO:
1S 2878 cylinder.
E) Replacement with new valve assembly
discharge tube and discharge horn, trolly if
required.

Terms & Conditions:

. The rates indicated are excluding GST. GST as applicable would be paid extra.
 The time allowed for completion of work is 30 days from the date of issue of work order.
. The fire extinguishers are to be picked up from the NMPA Fire Station and returned back

to the Fire station after satisfactory completion of work.

. Any damage / loss during transit will be on your account and amount as applicable would

be deducted from the bill amount payable to you.

_ Please note that no advance payment will be made. However full payment will be made

within 20 days of submitting the bill in complete shape, after satisfactory completion of
work.

_ Income tax will be deducted as applicable from the gross bill amount payable to the firm.

At present IT @ 2% of total bill amount is being deducted.

. LD shall be levied @ 0.5% per week for delay in completion of work subject to maximum

10 % of total bill amount.

. The refilled extinguisher should be guaranteed for a period of 1 year for any defects, from

the date of delivery. 10% of total bill amount shall be deducted towards security deposit
and same will be released after completion of guarantee period of one year.

. The quotation shall be in complete shape and super scribed in the sealed cover as

“Refilling of Fire Extinguishers™ addressed to the undersigned to reach not later than
15:30 hrs on 25-10-2025.
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